RELINER A6 INSIDE DROP BOWL
SECURED WITH STAINLESS
STEEL FASTENERS

EXTERNAL PIPE CEIUPLER\ [ 6
\— EX. 8" PVC

RELINER STAINLESS STEEL STRAF’S\
SECURED TO STRUCTURE WALL WITH
STAINLESS STEEL FASTENERS

AT 4’ INTERVALS (MIN. OF 2>

BUILD NEW CHANNEL
BEND TO SIT IN
CHANNEL

\ 8 PVC DROP PIPE\:

3/4 PIPE DIA
CHANN DEPTH

3/8/FT
(TYP>

—

MAIN CHANNEL

MANHOLE
BOTTOM

CONCRETE BACK FILL/ NEW CHANNEL

STANDARD MANHOLE CHANNELIZATION,
DROP DISCHARGE DIRECTLY TO CHANNEL
DO NOT USE RELINER INVERT CHANNEL

NOTE:

DROP INLET SHALL BE RELINER-DURAN W/A6 BOWL OR EQUAL AS
APPROVED BY CITY.

INSTALL PER MANUFACTURER’S SPECIFICATIONS.
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